
Work Order (Bid Form)

WO/18018UE-1801/1Work Order Name:

Work Order Type:

WORK ORDER INFORMATION

Weatherization

House Built in sub 1880 range
house has no wall insulation
has tin roof and 1" of attic insulation
Sq. ft.665  with no floor insulation
has bath vent in floor.
Need to secure dryer hose and vent to exhaust in bath flooring.
Windows are single pane windows with on double pane wnd.
Attic access on the side of house on rt side will need ladder to access opening.
The walls are coated with vinyl on section on rt side  covers old log cabin.
Floor crawlspace is on rt side of home or left side looking from back and will need a door made up (3' x 3') area 
with has or slide lock.
49.7 pa. @ 4993Cfm target 2995.8
need to W/S doors front and side.
Seal ceiling and caulk around windows 
install CO Monitor and smoke detector.

COMMENT

Company Name & License Number:

Contractor's Signature:

18018UE-1801Audit Name:

CLIENT INFORMATION

Johnson

18018UE-1801

Alt. Client ID:

Client Name: Address:

Client ID: ,    

AGENCY INFORMATION

howardh@uethda.org

Upper East Tennessee Human Development Agency 246-6180

301 Louis Street

Agency Phone:Agency:

Email Address:

Fax:Address:
Kingsport, TN   37662

Hoard, Howard (423) 246-6180Work Phone:Agency Contact:

Email Address:

Cell Phone:
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Measures
DWH Tank Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

1

DHW Tank Insulation1 1EachLabor

DHW Tank Insulation1 1EachHot Water Equip

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Attic Ins. R-38 A1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Install over old batt insulation and access on rt side of house, need ladder 
and screw driver to access has tin roof.

Components Inspected

#

2

Attic Insulation  - Blown 
Cellulose - R-38

1 665SqFtInsulation

Attic Insulation  - Blown 
Cellulose - R-38

1 665SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Lighting Retrofits LT1,LT2,LT3,LT4

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

3

Compact Fl.  - 13 Watt 
(living Rm)

1 2Each 
Lamp

Lighting

Compact Fl.  - 13 Watt1 2Each 
Lamp

Labor

Compact Fl.  - 13 Watt 
(kitchen)

2 5Each 
Lamp

Lighting

Compact Fl.  - 13 Watt2 5Each 
Lamp

Labor

Compact Fl.  - 13 Watt 
(Bath)

3 2Each 
Lamp

Lighting

Compact Fl.  - 13 Watt3 2Each 
Lamp

Labor

Compact Fl.  - 13 Watt4 2Each 
Lamp

Labor

Compact Fl.  - 13 Watt 
(Bed)

4 2Each 
Lamp

Lighting

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Floor Ins. R-19 F1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Install 665 sq. ft. of floor to crawlspace which is access from the back of 
home. Build to Std TWFG Pg. 90

Components Inspected

#

4

Floor Insulation  - 
Fiberglass Batts - R-19

1 665SqFtInsulation

Floor Insulation  - 
Fiberglass Batts - R-19

1 665SqFtLabor

Crawlspace Door 
approx size (3' x 3')

2 9SqFtConstruction Mate

Build crawl space door2 9SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Wall Insulation WL2

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

5

Wall Insulation  - Blown 
Cellulose - 2x4 Filled

1 79.59SqFtInsulation

Wall Insulation  - Blown 
Cellulose - 2x4 Filled

1 79.59SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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DWH Pipe Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

6

DHW Pipe Insulation1 1EachLabor

DHW Pipe Insulation1 1EachInsulation

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Wall Insulation WL5

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment install on back wall. (has vinyl siding over wood. (keep area loose at one 
location to examine wall insulation.

Components Inspected

#

7

Wall Insulation  - Blown 
Cellulose - 2x4 Filled

1 228SqFtInsulation

Wall Insulation  - Blown 
Cellulose - 2x4 Filled

1 228SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Wall Insulation WL6

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment keep (1) piece lose to examine were wall insulation in talled

Components Inspected

#

8

Wall Insulation  - Blown 
Cellulose - 2x4 Filled

1 211.4SqFtInsulation

Wall Insulation  - Blown 
Cellulose - 2x4 Filled

1 211.4SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Wall Insulation WL1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

9

Wall Insulation  - Blown 
Cellulose - 2x4 Filled

1 230.1SqFtInsulation

Wall Insulation  - Blown 
Cellulose - 2x4 Filled

1 230.1SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Storm Windows WD3,WD5,WD6,WD
4,WD7

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

10

Storm Window1 9HourLabor

Storm Window1 89.30SqFtWindows

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Window Replacement WD1,WD2

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

11

Window Replacement1 29.93SqFtWindows

Window Replacement1 3HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Address Wood Stove/Fireplace Present

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Install CO detector,and check vent pipe on stove outlet.

Components Inspected

#

12

Equipment1 1EachHealth and Safety

Labor1 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Practice Lead Safe Weatherization 
(Walls)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment House was pre 1900

Components Inspected

#

13

Labor1 1HourLabor

Equipment1 1EachHealth and Safety

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Smoke Detector is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Wood stove present in living room.

Components Inspected

#

14

Smoke detector1 1EachHealth and Safety

Labor1 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Vapor Barrier Needed 
(Basement/Crawlspace)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment install in crawlspace to TWFG std 91-94 and 121

Components Inspected

#

15

Labor1 1SqFtLabor

Basement / crawlspace 
vapor barrier

1 1SqFtHealth and Safety

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

 Work Order Grand Total: Grand Total:
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